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EXECUTIVE SUMMARY 

Applied Environmental, Inc. conducted an Indoor Air Quality (IAQ) survey of Suite 900 at the 
Skyline V office building in Falls Church, Virginia. The initial survey was conducted on 
November 17 through 19, 2003. Additional sampling performed at the request of the occupants 
was conducted on December 8, 2003. The investigation was performed by William Lee, Staff 
Industrial Hygienist, in response to occupant complaints of medical conditions perceived to be 
related to IAQ following repeated water incursion into the suite. The assessment consisted of 
direct-reading measurement of carbon monoxide (CO), carbon dioxide (COz), temperature, and 
relative humidity. In addition, microbial air sampling was performed to measure viable airborne 
hngal and bacterial concentrations throughout the suite. 

Air quality within Suite 900 of the Skyline V office building was within acceptable limits for 
most of the parameters measured. Temperatures exceeded the recommended comfort ranges in 
some locations. Microbial air concentrations were low in most locations and the organisms 
identified would not be anticipated to cause adverse health effects at the concentrations 
measured. However, in Rooms 9176, 9187, 9189, 9190, 9194, 9197, and 9196, fungal 
concentrations were moderately elevated and some of the organisms identified have been 
associated with adverse health effects, including Aspergillus and Penicillium species fungi. 
Visually inspected Heating, Ventilation and Air-Conditioning (HVAC) equipment was clean. 

The recommendations for Skyline V, Suite 900 include: 

All water incursion sources in this suite must be identified and eliminated. 

Water damaged building materials allowed to remain wet for more than 48 hours should 
be removed and replaced, such as materials occupants reported that remained wet for 
several days, including carpeting, insulation and gypsum wallboard. 

Full recommendations are provided at the conclusion of this report. 
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LOCA TION DESCRIPTION 

The office suite designated as Skyline V, Suite 900 is composed of 115 offices and conference 
rooms and one medium sized copy room. There are approximately 167 employees assigned to 
the suite. A copy of the floor plan is provided in Attachment 1. 

Worker activities consist of typical office and administrative operations. No assembly, 
manufacturing, or other industrial operations are conducted in this area. The rooms contain 
typical office furnishings. Interior building materials consist of typical office components 
including gypsum wallboard, eight-foot suspended acoustic tile ceilings, and carpeting over 
concrete floors. 

Housekeeping was satisfactory with light to moderate dust accumulation observed on horizontal 
surfaces in the suite. Water stained ceiling tiles in several offices, and many large stains on 
carpet in the common areas were present. The suite has experienced several rain water intrusions 
generally from the windows facing the courtyard near the vicinity of Room 9190. The last water 
incursion was reported to have occurred in September 2003. Building materials were reported to 
be significantly damaged during the rain event. In addition, water damaged building materials 
were reported by the suite occupants to be left in the damaged condition for approximately three 
days before any reactive abatement procedures commenced. As reported by the occupants, some 
base cove of affected walls was removed and cuts or openings were made to promote drying. No 
carpet was replaced. During the current survey, no obvious signs of microbial growth were 
observed. 

Many odors from occupant attempts to improve the workspace ambient air, were noted 
throughout the suite. In addition, odors related to food and cooking were observed in the vicinity 
of the kitchenettes. 

Supplies consisted of typical office products. No Hazardous Materials Inventories were 
available or chemicals stored were anticipated to adversely affect IAQ in the site. 

SAMPLING STRATEGY 

The IAQ survey, industrial hygiene sampling, and data interpretation were completed in 
accordance with protocol established by the following agencies and non-regulatory standards, as 
appropriate: 

Occupational Safety and Health Administration (OSHA); 

Environmental Protection Agency (EPA); 

National Institutes for Occupational Safety and Health (NIOSH); 

American Conference of Governmental Industrial Hygienists (ACGIH); 

American Industrial Hygiene Association (AIHA); 

American Society of Heating, Refrigerating and Air-Conditioning Engineers, Inc., 
(ASHRAE); 

World Health Organization (WHO); and 

Current industry standards. 
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SAMPLING RESULTS 

The sampling locations and the results of the measurements collected are presented in the 
following data tables along with relevant comparison criteria for each sampling parameter. 

Direct-Reading Measurements 
November 17.2003 

Location 

Room 9105 

Room 9103 

Time 

Room 9106 

Room 9 107 

Room 9109 

Room 9116 

2.19 p.m. 
9:32 a.m. 
2:22 p.m. 
9:35 a.m. 

Room 91 10 

Room 91 12 

Room 9181 

Room 9 180 

Carbon Dioxide 
(ppm) 

COMPARISON CRITERIA 

2:25 p.m. 
9:37 a.m. 
2:27 p.m. 
9:40 a.m. 
2:30 p.m. 
9:42 a.m. 
2:32 p.m. 
9:44 a.m. 

Room 91 79 

Room 91 87A 

Room 9 177 

Room 9188 

Outdoor 
Concentration + 

700 ppm (ASHRAE) 
<1,000 ppm 

(NIOSHIOSHA) 

3 70 
397 
606 
528 
599 
48 1 
583 
589 
561 
492 
573 

Outdoors 

Room 9093 

Room 9095 

Room 9099 

Room 9096 

Room 9101 
547 
580 
503 
559 

2:34 p.m. 
9:46 a.m. 
2:36 p.m. 
9:48 a.m. 
2:38 p.m. 
9:52 a.m. 
2:40 p.m. 
9:54 a.m. 

Temperature 
w) 

8:55 a.m. 
4:48 p.m. 
9:17 a.m. 
2: 10 p.m. 
9:21 a.m. 
2:12 p.m. 
9:24 a.m. 
2:15 p.m. 
9:27 a.m. 
2:17 p.m. 
9:30 a.m. 

504 
543 
590 
557 
488 
589 
526 
573 

2:43 p.m. 
9:56 a.m. 
2:46 p.m. 
9:58 a.m. 
2:48 p.m. 
10:01 a.m. 
2:50 p.m. 
10:03 a.m. 
2:53 p.m. 

73-79'F 
summer/transitional 

68-74°F 
winter/transitional 

ASHRAE 
68-76'F 
OSHA 
50.9 
54.0 
69.8 
70.7 
70.0 
73.6 
71.2 
73.2 
70.1 
72.9 
69.9 
73.0 
68.3 
70.1 
70.9 

504 
563 
525 
568 
680 
501 
476 
517 

Relative Hugit). 

70.4 
70 7 
70.6 
70.3 
71.4 
70.7 
71.0 
71.3 

509 
538 
51 1 
504 
532 
553 
507 
517 
494 

Carbon 
Monoxide (ppm) 

30-60% 
(ASHRAE) 

20-60% 
(OSHA) 

80.7 
84.0 
49.7 
47.1 
45.1 
43.3 
44.8 
43.7 
43.0 
44.7 
43.9 
43.2 
45.2 
44.1 
46.0 

71.6 
71.5 
72.1 
71.7 
72.4 
70.5 
71.1 
70.6 

50 PPm 
(OSHA) 
9 PPm 

(ASHRAE) 

0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 

46.9 
44.4 
47.3 
44.9 
47.1 
44.1 
46.5 
44.3 

72.6 
71.2 
72.7 
70.1 
71.8 
69.9 
71.9 
69.3 
70.4 

0 
0 
0 
0 
0 
0 
0 
0 

46.6 
43.4 
46.2 
42.9 
45.8 
43.7 
45.4 
45.0 

0 
0 
0 
0 
0 
0 
0 
0 

45.1 
44.2 
44.9 
44.0 
45.2 
45.5 
45.6 
45.9 
46.4 

0 
0 
0 
0 
0 
0 
0 
0 
0 
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Location 

Room 9189 

Room 9207 

Room 9206 

Room 9204 

Room 9199 

Room 9198 

Room 9192 

Room 9193 

Room 91 73 

Room 9176 

Room 9170 

Room 9 169 

Room 9168 

Room 9158 

Room 9161 

Room 9163 

Room 9164 

Room 9156 

Mail room area near 
Room 9157 
Room 9157 

Room 9150 

Room 9148 

Room 9146 

Room 9145 

Room 9143 

Room 9142 

Room 9141 

Room 9140 

Time 

10:06 a.m. 
2:56 p.m. 
10:09 a.m. 
2:58 p.m. 
10:12 a.m. 
3:01 p.m. 
10:14 a.m. 
3:03 p.m. 
10:16 a.m. 
3:05 p.m. 
10:18 a.m. 
3:07 p.m. 
10:21 a.m. 
3:09 p.m. 
10:23 a.m. 
3:11 p.m. 
10:26 a.m. 
3:13 p.m. 
10:28 a.m. 
3: 16 p.m. 
10:32 a.m. 
3:18 p.m. 
10:35 a.m. 
3:20 p.m. 
10:38 a.m. 
3:23 p.m. 
10:40 a.m. 
3:25 p.m. 
10:42 a.m. 
3:27 p.m. 
10:44 a.m. 
3:29 p.m. 
10:46 a.m. 
3:31 p.m. 
10:48 a.m. 
3:33 p.m. 
10:51 a.m. 
3:36 p.m. 
10:53 a.m. 
3:38 p.m. 
10:55 a.m. 
3:41 p.m. 
10:58 a.m. 
3:43 p.m. 
1 1 :00 a.m. 
3:45 p.m. 
11:03 a.m. 
3:47 p.m. 
1 l :O5 a.m. 
3:50 p.m. 
11:07 a.m. 
3:52 p.m. 
11:09 a.m. 
3:54 p.m. 
I l : l l  a.m. 
3:56 p.m. 

Carbon Dioxide 
( P P ~ )  

575 
503 
541 
586 
547 
535 
516 
503 
542 
501 
512 
473 
613 
485 
500 
532 
523 
456 
664 
690 
572 
553 
589 
588 
551 
485 
547 
530 
506 
474 
479 
468 
492 
513 
520 
634 
549 
516 
55 1 
505 
522 
539 
526 
596 
545 
512 
495 
473 
503 
478 
573 
489 
563 
540 
506 
517 

Temperature 
("F) 

69.1 
70.6 
69.6 
71.1 
69.8 
71.4 
69.3 
71.8 
70.4 
71.3 
69.8 
70.9 
69.1 
71.3 
69.3 
71.6 
69.7 
71.6 
70.4 
72.2 
71.0 
72.4 
71.8 
73.1 
71.6 
73.6 
71.5 
72.6 
70.8 
71.5 
70.4 
71.0 
70.8 
71.2 
69.0 
69.3 
71.5 
71.9 
70.7 
71.0 
70.2 
70.6 
71.2 
70.9 
71.6 
70.6 
70.9 
70.4 
71.2 
71.9 
71.6 
70.8 
71.5 
71.7 
71.6 
71.5 

Relative 
Humidity 

(%) 
46.4 
47.3 
45.9 
46.8 
45.8 
47.0 
45.7 
46.6 
45.7 
46.7 
45.4 
46.2 
47.2 
47.2 
46.1 
47.3 
46.2 
45.4 
47.4 
46.8 
44.3 
46.1 
43.1 
45.4 
43.9 
43.5 
44.2 
44.1 
44.5 
44.7 
44.8 
45.8 
45.4 
47.1 
45.8 
46.4 
46.7 
47.9 
46.0 
47.6 
46.0 
48.3 
44.7 
48.2 
44.2 
47.7 
44.6 
47.3 
45.6 
45.3 
45.7 
47.8 
45.3 
45.7 
44.9 
46.1 

Carbon 
Monoxide (ppm) 

0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
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After the initial work order was successfully completed, the suite occupants requested additional 
sampling to include every office in the suite. An amendment to the original work order was 
issued and subsequent sampling commenced. 

Location 

Room 91 39 

Room 9136 

Room 9137 

Room 9136A 

Room 9133 

Room 9134 

Room 9 128 

Room 9127 

Room 9132 

Room 9 126 

Room 9 124 

Room 9108B 

Carbon Dioxide 
(PPm) 

522 
493 
479 
58 1 
497 
520 
486 
492 
492 
546 
500 
518 
522 
493 
538 
501 
500 
489 
489 
486 
515 
464 
498 
562 

Time 

11:13 a.m. 
3:58 p.m. 
11:16 a.m. 
4:01 p.m. 
11:19a.m. 
4:05 p.m. 
11:21 a.m. 
4:03 p.m. 
11 :24 a.m. 
4:07 p.m. 
11 :27 a.m. 
4:09 p.m. 
11:30 a.m. 
4: 11 p.m. 
11:32 a.m. 
4:13 p.m. 
11 :34 a.m. 
4:15 p.m. 
11:37 a.m. 
4.17 p.m. 
11 :39 a.m. 
4:19 p.m. 
11:41 a.m. 
4:21 p.m. 

Direct-Reading Measurements 

Temperature 
("F) 

71.8 
71.3 
72.0 
71.5 
72.6 
71.9 
72.2 
72.0 
72.8 
72.7 
72.9 
73.3 
73.6 
73.1 
73.7 
73.4 
74.0 
73.4 
72.9 
73.6 
72.4 
72.9 
72.8 
72.9 

Location 

December 
Carbon Dioxide 

( P P ~ )  

Outdoor 
Concentration + 

700 ppm (ASHRAE) 
<I ,000 ppm 

(NIOSWOSHA) 

70 1 

730 

678 

622 

736 

648 

629 

686 

629 

700 

Time 

Relative 
Humidity 

(YO) 
44.1 
45.9 
43.5 
46.0 
44.2 
46.4 
43.1 
47.1 
43.6 
45.3 
42.7 
44.2 
41.9 
44.0 
41.8 
43.9 
41.2 
44.0 
41.5 
44.5 
42.4 
44.4 
43.1 
44.9 

Carbon 
Monoxide (ppm) 

0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 

8,2003 
Temperature 

("F) 

73-79'F 
summerltransitional 

68-74'F 
winterltransitional 

ASHRAE 
68-76'F 
OSHA 
69.2 

74.4 

74.8 

73.9 

73.9 

72.7 

72.9 

73.1 

73.1 

73.4 

COMPARISON CRITERIA 

Room 9096 

Room 9094 

Room 9101 

Room 9 103 

Room 9108B 

Room 9109 

Room 91 19 

Room 9120 

Room 9126 

Room 9131 

Relative 
Humidity 
("h) 

30-60% 
(ASHRAE) 

20-60% 
(OSHA) 

28.7 

24.5 

21.6 

20.7 

21.6 

21.0 

22.0 

22.1 

21.1 

22.1 

10:55 a.m. 

10:59 a.m. 

1 1 :03 a.m. 

1 1 :08 a.m. 

11:13 a.m. 

11:16 a.m. 

11:21 a.m. 

11:25 a.m. 

11:30 a.m. 

11:34 a.m. 

Carbon 
Monoxide (ppm) 

50 PPm 
(OSHA) 
9 PPm 

(ASHRAE) 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 
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The COz levels measured during the survey ranged from 464 parts per million (pprn) to 770 ppm 
and were within the recommended guidelines in all sampling locations. The outdoor 
concentrations measured on November 17, 2003, ranged from 370 ppm to 397 ppm and the 
outdoor concentration measured on December 8,2003 was 338 ppm. 

The CO concentrations during the surveys measured 0 ppm (undetectable) in all locations and 
were well below the recommended maximum. 

Temperatures measured during the surveys ranged from 68.3OF to 75.1°F. During the November 
17, 2003, survey the temperature was within the ASHRAE and OSHA guidelines at all sample 
locations. During the December 8, 2003: survey the temperature at 12 sample locations 
exceeded the ASHRAE range but was within the OSHA range at all locations. 

Relative humidity measurements during the November 17, 2003 survey were within the 
ASHRAE and OSHA recommended comfort range in all locations. Relative humidity 
measurements on December 8, 2003 were below the ASHRAE recommended comfort range in 
all locations; and in 13 locations were also below the OSHA range. Outdoor temperatures on 
November 17, 2003, ranged from 50.g°F to 54.0°F with a relative humidity ranging from 80.7% 
to 84.0%. On December 8, 2003, the outdoor temperature was 34.3OF with relative humidity at 
32.6%. 

Microbial Sampling Results 

Room 9093 I I I ~ic&occus  ipecies (33%) I 

~ovember i7 ,  i003 

I Fungus, Air,ID 1 1 10 cfu/m3 I Penicillium species (100%) 
BL03 1 1 17-02 I Bacteria, Air, ID 1 1 30 cfu/m3 1 Coagulase-negative Staphylococcus species (100%) 
Room 9095 1 Fungus, Air, ID I 1 40 cfu/m3 1 Penicillium species (50%) 1 

Sampling Number & 
Location 

Result Sample Type Organisms Isolated 

BL031117-01 I Bacteria, Air, ID 1 1 30 cfu/m3 

BL03 1 1 17-03 
Room 9097 

Coagulase-negative Staphy1ococcus species (67%) 

BL03 1 1 17-04 
Room 9098 

~aeci lom~ces  species (33%) 
N/A 

Penicillium species (34%) 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

BL03 11 17-05 
Room 9099 

~hinocladielia spec& (33%) 
Cladosporium species (33%) 
N/A 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

I . .  . 
Pen~c~l l~um species (67%) I 

10 cfu/m3 

30 cfidm3 

No growth 

30 cfi11m' 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Cladosporium species (50%) 
Bacillus species (100%) 

Penicillium species (67%) 

No growth 

30 cfu/m3 

BL03 1 11 7-06 
Room 9 100 

BL03 11 17-07 
Room 9104 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

No growth 

No growth 
No growth 

20 cfu/m3 

Sterilia mycelia (33%) 
NIA 

N/A 
N/A 

Cladosporium species (50%) 
Paecilomyces species (50%) 
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1 Fungus, Air, ID I I No growth 1 N/A 
BL03 1 1 17-09 I Bacteria. Air, ID 1 I No growth 1 N/A 

Sampling Number & 
Location 

BL03 1 1 17-08 
Room 9 105 

Room 9102 

BLO31117-10 
Room 9106 

Sample Type 

Bacteria, Air, ID I 

BL031117-l l 
Room 9 107 

Fungus, Air, ID I 

Result 

10 cfu/ml 

Bacteria, Air, ID I 

Organisms Isolated 

Coagulase-negative Staphylococcus species (100%) 

Fungus, Air, ID 1 

Bacteria, Air, ID I 

Fungus, Air, ID 1 

Cladosporium species (67%) 
Sterilia mycelia (33%) 
Coagulase-negative Staphylococcus species (100%) 

Penicillium species (33%) 
Cladosporium species (22%) 
Aspergillus sydowii (1 1%) 
Paecilomyces species (I I%) 
Rhinocladiella species (I I%) 
Coagulase-negative Staphylococcus species (100%) 

Cladosporium species (34%) 
Penicillium snecies (33%) . \ I  I Sterilia mycelia (33%) 

BL031117-12 I Bacteria, Alr, ID 1 1 20 cfu/m3 I Coagulase-negative Staphylococcus species (100%) 
Room 91 08A 

Cladosporium species (60%) 
Penicillium species (20%) 
Paecilomyces species (20%) 
Coagulase-negative Staphylococcus species (100%) BL031117-13 

Room 9 1 17 
Penicillium species (34%) 
Yeast (33%) 

Fungus, Air, ID 1 50 cfu/m3 

Bacteria, Air, ID I 

Fungus, Air, ID I 

I I Fungus, Air, ID I 1 20 cfulm3 

20 cfu/m3 

30 cfu/ml 

BL031117-14 
Room 91 16 

BL031117-15 
Room 91 18 

BL031117-16 
Room 91 17A 

I BL031117-17 I Bacteria. Air. ID 1 I I0 cfu/m3 

Bacteria, Air, ID 1 

Fungus, Air, ID I 

Bacteria, Air, ID 1 

Fungus, Air: ID I 

Bacteria, Air, ID 1 

I Room 9111 I I 

Room 91 10 

BL031117-18 

Aspergillus fumigatus (50%) 
Penicillium species (50%) 
Micrococcus species (100%) 

10 cfu/m3 

30 cfil/m3 

10 cfu/m3 

20 cfu/m3 

30 cfu/m3 

N/A 
Coagulase-negative Staphylococcus species (83%) 
Micrococcus species (17%) 

~, 
Sterilia mycelia (33%) 
Micrococcus species (100%) 

Penicillium species (67%) 
Sterilia mycelia (33%) 
Bacillus species (100%) 

Cladosporium species (50%) 
Penicillium species (50%) 
Coagolase-negative Staphylococcus species (34%) 
Micrococcus species (33%) 
Bacillus species (33%) 

, . 

Fungus, Air, ID 1 
Bacteria. Air. ID 1 

I I Fungus, Air, ID 1 1 20 cfu/m3 I Cladosporium species (50%) 1 

No growth 
60 cfu/m3 

BL031117-19 
Room 91 15 

BL03 1 117-20 
Room 9 180 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

No growth 
~teril i~m~celia '(50%) 
NIA 

No growth 
10 cfu/m3 

30 cfu/m3 

N/A 
Coagulase-negative Staphylococcus species (100%) 

Cladosporium species (100%) 
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Room 91 13 I I - I I 

Sampling Number & 
Location 

BL031117-21 

Room 9179 I I - I 1 

Sample Type 

Bacteria, Air, ID 1 

Result 

No growth 

BL03 1 1 17-22 

I Fungus, Air, ID 1 I No growth 1 NIA 
BL03 1 1 17-23 I Bacteria. Air. ID 1 I No erowth 1 NIA 

Organisms Isolated 

NIA 

Room 9181 

Fungus, Air, ID 1 

Bacteria. Air, ID 1 

Fungus, Air, ID 1 30 cfu/m3 Cladosporium species (34%) 
Rhinocladiella soecies (33%) 

20 cfulm' 

No arowth 

Penicillium species (50%) 
Cladosporium species (50%) 
NIA 

BL03 11 17-24 
Room 9187A 

I Fungus, Air, ID 1 1 10 cfulm3 I Aphanocladium species (100%) 
BL03 11 17-26 I Bacteria, Air, ID I 1 No growth I N/A 

BL03 11 17-25 
Room 91 82 

Room 9 178 I Fungus, Air, ID I 1 30 cfu/m3 I Sterilia mycelia (67%) 

Bacteria, Air, ID 1 

I Cladosporium species (33%) 
BL03 1 1 17-27 I Bacteria, Air. ID 1 I No growth 1 N/A 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Room 9 177 I I - I I 

20 cfu/m3 

. ~, 
Sterilia mycelia (33%) 
Coagulase-negative Staphylococcus species (100%) 

30 cfulm3 
10 cfu/m3 

I Fungus, Air, ID I 1 530 cfu/m3 I Aspergillus niger (100%) 
BL03 1 1 17-29 I Bacteria, Air, ID 1 1 * t 1 N/A 

Sterilia mycelia (100%) 
Coagulase-negative Staphylococcus species (100%) 

BL03 1 1 17-28 
Room 91 87B 

Room 9 176 I I I I 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 1 1 17-30 
Room 9 197 

No growth 
10 cfu/m3 

BL031117-31 
Room 9 196 

NIA 
Coagulase-negative Staphylococcus species (100%) 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 1 1 17-32 
Room 9 190 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 11 17-33 
Room 9194 

I I I 1 Corynebacterium species (25%) I 

>13,000 cfu/m3 
* 

20 cfu/m3 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

BL03 1 1 17-34 
Room 9189 

Aspergillus niger (100%) 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (50%) 

710 cfu/m3 
* 

30 cfdm3 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Aspergillus niger (100%) 
Coagulase-negative Staphylococcus species (67%) 
Micrococcus species (33%) 

430 cfu/m3 

* 
20 cfu/m3 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Aspergillus niger (95%) 
Penicillium species (5%) 
Coagulase-negative Staphylococcus species (50%) 
Bacillus species (50%) 

1,100 cfu/m3 
t 

20 cfu/m3 

Aspergillus niger (100%) 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (50%) 

400 cfu/m3 
* 

40 cfu/m3 

710 cfu/m3 

Aspergillus niger (100%) 
Coagulase-negative Staphylococcus species (50%) 
Bacillus species (25%) 

Aspergillus niger (97%) 
Penicillium species (3%) 
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~icFococcus species (33%) 
Corynebacterium species (33%) 

Sampling Number & 
Location 

BL03 11 17-35 

Fungus, Air, ID 1 90 cfu/m3 Aspergillus niger (56%) 
Clados~orium s~ecies (22%) 

Sample Type 

Bacteria, Air, ID I 

BL03 11 17-36 
Room 9 174 

Room 9208 I Fungus, Air, ID I I 30 cfu/m3 I Cladospo~ium species (67%) 

Result - 
30 cfu/m3 

BL031117-37 

Organisms Isolated 

1 

Bacteria, Air, ID 1 

I Cladosporium species (33%) 
BL03 11 17-40 I Bacteria, Air, ID 1 1 20 cfu/m3 ( Coagulase-negative Staphylococcus species (100%) 

Fungus, Air, ID I 

Bacteria. Air, ID I 

BL03 1 1 17-38 
Room 9207 

BL03 11 17-39 
Room 9206 

Room 9201 

290 cfulm3 

Fungus, Air, ID I Cladosporium species (40%) 
Sterilia mycelia (30%) 
Penicillium s~ecies (20%) 

~eniciliium species (22%) ' 

Coagulase-negative Staphylococcus species (67%) 
Micrococcus species (19%) 
Corynebacterium species (14%) 

40 cfu/m3 

20 cfu/m3 

Bacteria, Air, ID 1 

Fungus, Air, ID I 
Bacteria, Air, ID I 

Fungus, Air, ID 1 

Aspergillus niger (75%) 
Penicillium species (25%) 
Bacillus species (100%) 

10 cfu/mJ 

10 cfu/mJ 
10 cfu/m3 

30 cfu/m3 

BL031117-41 
Room 9205 

Aspergillus niger (33%) 
Coagulase-negative Staphylococcus species (100%) 

Sterilia mycelia (100%) 
Coagulase-negative Staphylococcus species (100%) 

Penicillium species (67%) 

BL03 1 1 17-42 
Room 9171 

Bacteria, Air, ID 1 

BL03 1 1 17-43 
Room 9170 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

BL03 1 1 17-44 
Room 9175 

BLO31117-45 
Room 9167 

BL03 11 17-46 

10 cfu/m3 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Room 9165 

Aspergillus &migatis (10%) 
Coagulase-negative Staphylococcus species (100%) 

No growth 
20 cfu/m3 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID I 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

N/A 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (50%) 

20 cfu/m3 

No growth 

30 cfi/m3 

Fungus, Air, ID 1 

Penicillium species (50%) 
Cladosporium species (50%) 
N/A 

Cladosporium species (67%) 

No growth 

60 cfu/m3 

No growth 

30 cfuim3 

10 cfu/mJ 

~eniciliium species (33%) 
N/A 

Aspergillus fumigatus (34%) 
Penicillium species (33%) 
Cladosporium species (33%) 
NIA 

Sterilia mycelia (67%) 
Cladosporium species (33%) 
Coagulase-negative Staphylococcus species (1 00%) 

10 cfu/mJ Cladosporium species (100%) 
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1 BL03 1 1 17-47 I Bacteria, Air. ID 1 1 120 cfu/mJ I Coagulase-negative Staphylococcus species (50%) 1 

I Corynebacterium species (25%) 
Micrococcus species (17%) 

Sampling Number & Result Sample Type 

Room 9163 1 Fungus, Air. ID I 1 20 cfu/m3 1 Cladosporium species (50%) 

Organisms Isolated 

BL03 1 1 17-48 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

BL03 1 1 17-49 
Room 9 158 

BL03 1 1 17-50 

Kitchenette in hall, near 
Room 9157 I Fungus, Air, ID I 1 30 cfulm3 1 Cladasporium species (67%) 

Room 9156 

BL031117-51 

20 cfu/m3 

No growth 

- 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Aspergillus fumigatus (50%) 
Cladosporium species (50%) 
NIA 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

BL03 1 1 17-52 
Room 9 157 

40 cfu/m3 

30 cfu/ml 

20 cfu/m3 

BL031117-53 
Room 9152 

BL031117-54 
Room 9148 

BL03 1 1 17-55 
Room 9146 

BL03 1 1 17-56 
Room 9142 

BL03 1 1 17-57 
Room 9142 

BL03 1 1 17-58 
Room 9136C 

~teril i~rn~celia '(50%) ' 

Bacillus species (100%) 

Cladosporium species (67%) 
Geotrichum species (33%) 
Coagulase-negative Staphylococcus species (I 00%) 

10 cfu/m3 
10 cfu/m3 

Bacteria. Air, ID 1 

Penicillium species (100%) 
Coagulase-negative Staphylococcus species (100%) 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID I 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID I 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

20 cfu/m3 
Yeast (33%) 
Coagulase-negative Staphylococcus species (50%) 
Corynebacterium species (50%) 

No growth 
No growth 

30 cfu/m3 

40 cfdm3 

40 cfu/m3 

30 cfu/m3 

60 cfu/m3 

80 cfu/m3 

50 cfdm3 

10 

40 cfu/m3 

40 cfu/m3 

30 cfu/m3 

N/A 
N/A 

Cladosporium species (67%) 
Penicillium species (33%) 
Bacillus species (75%) 
Coagulase-negative Staphylococcus species (25%) 

Aspergillus fumigatus (50%) 
Penicillium species (25%) 
Sterilia mycelia (25%) 
Coagulase-negative Staphylococcus species (67%) 
Micrococcus species (33%) 

Cladosporium species (50%) 
Penicillium species (33%) 
Sterilia mycelia (17%) 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (26%) 
Staphylococcus aureus (12%) 

Cladosporium species (60%) 
Penicillium species (20%) 
Sterilia mycelia (20%) 

c f u l m ~ o a g u l a s e - n e g a t i v e  Staphylococcus species (1 00%) 

Sterilia mycelia (75%) 
Cladosporium species (25%) 
Micrococcus species (50%) 
Bacillus species (25%) 
Corynebacterium species (25%) 

Sterilia mycelia (67%) 
Cladosporium species (33%) 
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Sampling Number & 
Location 

BL03 11 17-59 
Room 9137 

BL03 11 17-60 
Room 9136 

BL031117-61 
Room 9 135 

BL03 1 1 17-62 
Room 91 36C 

Fungus, Air, ID I 1 20 cfu/ml I Cladosporium species (100%) 
BL03 1 1 17-64 I Bacteria, Air, ID 1 1 40 cfu/m3 1 Coagulase-negative Sta~hylococcus soecies (75%) 

Sample Type 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 11 17-63 
Room 9 134 

Fungus, .4ir, ID 1 
Bacteria, Air, ID 1 

I *** / Penicillium species (40%) 
Fungus, Air, ID 1 50 cfu/m3 Cladosporium species (40%) 

Result 

20 cfu/m3 

10 cfu/m3 
110 cfu/m3 

I0 cfu/m3 
20 cfu/ml 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Room 9128 

BL03 1 1 17-65 
Room 9129 

BL03 11 17-66 
Room 9121 

Organisms Isolated 

Coagulase-negative Staphylococcus species (1 00%) 

Sterilia mycelia (100%) 
Coagulase-negative Staphylococcus specles (100%) 

Penicillium species (100%) 
Coagulase-negative Staphylococcus species (50%) 
Bacillus species (50%) 

10 cfu/ml 
20 cfu/m3 

Sterilia mycelia (100%) 
Coagulase-negative Staphylococcus species (I 00%) 

40 cfu/m3 

30 cfu/m3 

Fungus, Air, ID I 

Bacteria, Air, ID 1 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

I Geotrichum species (20%) 

Sterilia mycelia (50%) 
Aspergillus fumigatus (25%) 
Geotrichum species (25%) 
Micrococcus species (67%) 
Coagulase-negative Staphylococcus species (33%) 

BL03 1 1 17-67 Bacteila , Air, ID 1 
Room 9127 

BL03 1 1 17-68 
Room 9 124 

BL03 1 1 17-69 
Elevator area-core 

BL03 1 1 17-70 
Outdoors 

80 cfu/ml 

10 cfu/m3 

No growth 
80 cfu/ml 

Fungus, Air, ID 1 

~, 

~orhebac t e r&n  species (25%) . 

Cladosporium species (50%) 
Sterilia mycelia (38%) 
Penicillium species (12%) 
Coagulase-negative Staphylococcus species (1 00%) 

N/A 
Coagulase-negative Staphylococcus species (88%) 
Coryriebacterium species (12%) 

10 

Fungus, Air, ID 1 

Bacteria, Air, ID I 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

c f u / m ~ o a g u l a s e - n e g a t i v e  Staphylococcus species (100%) 

Comparison Criteria 
(OSHA Technical Manual Contamination Indicators) 

1,000 cfu/m3 in air 
*Count may be underestimated due to fungal growth. 
**Unable to characterize and quantitate bacteria due to heavy fungal growth. 
***Sample damaged in transit; able to analyze. 

150 cfu/m3 

30 cfulm3 

No growth 

10 cfu/m3 
I0 cfu/m3 

30 cfu/ml 

40 cfu/ml 

Cladosporium species (47%) 
Penicillium species (27%) 
Sterilia mycelia (13%) 

Cladosporium species (34%) 
Penicillium species (22%) 
Sterilia mycelia (33%) 
NIA 

Sterilia mycelia (100%) 
Coagulase-negative Staphylococcus species (100%) 

Cladosporium species (67%) 
Sterilia mycelia (33%) 
Corynebacterium species (75%) 
Bacillus species (25%) 
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Sampling Number & 
Location 

8103 1208-01 
Room 9096 

BL03 1208-02 
Room 9094 

BL03 1208-03 
Room 9101 

BL03 1208-04 
Room 9103 

BL03 1208-05 
Room 9 108B 

BL03 1208-06 
Room 9 109 

BL03 1208-07 
Room 91 19 

BL03 1208-08 
Room 9120 

BL03 1208-09 
Room 9 126 

BL03 1208-10 
Room 9131 

BL031208-l l 
Room 9 132 

BL03 1208-12 
Room 9133 

BL03 1208-13 
Room 9136B 

BL031208-14 
Room 9138 

Microbial 

Sample Type 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID I 

Eacteria , Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

Fungus, Air, ID 1 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID I 
Bacteria, Air, ID I 

Fungus, Air, ID 1 

Sampling 
December 8,2003 

Result 

No growth 

No growth 
30 cfu/m3 

No growth 
No growth 

No growth 
10 cfu/m3 

No growth 

No growth 

Nogrowth 
20 cfu/m3 

10 cfu/m3 
40 cfu/m3 

No growth 
40 cfu/m3 

20 cfu/m3 

20 cfu/m3 

No growth 
No growth 

No growth 
10 cfu/m3 

No growth 

20 cfu/m3 

No growth 
No growth 

No growth 
60 cfu/m3 

No growth 

Results 

Organisms Isolated 

NIA 

NIA 
Micrococcus species (67%) 
Coagulase-negative Staphylococcus species (33%) 

N/A 
N/A 

NIA 
Coagulase-negative Staphylococcus species 
(1 00%) 

N/A 
NIA 

NIA 
Coagulase-negative Staphylococcus species (50%) 
Corynehacterium species (50%) 

Penicillium species (100%) 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (25%) 
Bacillus species (25%) 

N/A 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (50%) 

Sterilia mycelia (50%) 
Yeast (50%) 
Micrococcus species (50%) 
Corynehacterium species (50%) 

N/A 
N/A 

NIA 
Coagulase-negative Staphylococcus species 
( 100%) 

NIA 
Coagulase-negative Staphylococcus species (50%) 
Bacillus species (50%) 

N/A 
N/A 

NIA 
Coagulase-negative Staphylococcus species (83%) 
Micrococcus species (17%) 

NIA 
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mpling Number & 
I orstinn 

I Sample Type I Result 1 Organisms l s o l a t e d I  - - - - -. -. . 
8103 1208-35 
Room 9139 

BL031208-16 
Room 9 140 

I I I I Non-fermentative gram-negative rods (20%) 1 

Bacteria, Air, ID 1 

BL03 1208-1 7 
Room 9143 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

I Fungus, Air, ID 1 ( 10 cfu/m3 ( Sterilia mycelia (100%) 
BL03 1208-20 I Bacteria, Air, ID 1 1 No growth I N/A 

30 cfu/ml 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

BL03 1208-1 8 
Room 9 145 

BL03 1208-19 
Room 9 144 

I Room 9147 I I I I 

Coagulase-negative Staphylococcus species (67%) 
Corynebacterium species (33%) 

No growth 
80 cfulm3 

N/A 
Bacillus species (38%) 
Micrococcus species (38%) 
Coagulase-negative Staphylococcus species (24%) 

No growth 
50 cfu/m3 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

1 Fungus, Air, ID 1 I No growth / NIA 
BL03 1208-23 I Bacteria, Air, ID I 1 30 cfu/m3 I Coagulase-negative Staphylococcus species 

N/A 
Coagulase-negative Staphylococcus species (40%) 
Bacillus species (40%) 

BL03 1208-21 
Room 9 149 

BL03 1208-22 
Room 9 150 

. . 

I Fungus. Air, ID 1 1 

No growth 
No growth 

No growth 
10 cfu/m3 

N/A 
NIA 

NIA 
Bacillus species (100%) 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 1208-24 
Room 91 54 

I0 cfu/m3 
No growth 

I0 cfu/m3 
20 cfdm3 

BL03 1208-25 
Room 9 164 

Aspergillus species (1 00%) 
N/A 

Aspergillus sydowii (100%) 
Coagulase-negative Staphylococcus species (50%) 
Micrococcus species (50%) 

- .  

Bacteria, Air, ID 1 

BL03 1208-26 
Room 91 62 

I Fungus, Air, ID 1 I No growth I N/A 
BL03 1208-28 I Bacteria, Air, ID 1 1 20 cfu/m3 I Bacillus species (50%) 

Fungus, Alr, ID 1 
Bacteria, Air, ID 1 

BL03 1208-27 
Room 9173 

I I I Nan-fermentative gram-negative rods (50%) I 

No growth 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

I Fungus, Air, ID 1 1 10 cfu/m3 I Yeast (100%) 
BL03 1208-29 I Bacteria, Air, ID 1 1 10 cfu/m3 I Bacillus soecies (100%) 

Sterilia mycelia (100%) 
N/A 

No growth 
30 cfu/m3 

Fungus, Air, ID I 

Bacteria, Air, ID 1 

NIA 
Bacillus species (67%) 
Corynebacterium species (33%) 

No growth 
30 cfu/m3 

NIA 
Coagulase-negative Staphylococcus species (67%) 
Bacillus species (33%) 

20 cfu/m3 

10 cfu/m3 

Room 9169 

Aspergillus ustus (50%) 
Cladosporium species (50%) 
Bacillus species (100%) 

Fungus, Air, ID 1 10 cfu/m3 

. . ,  
Cladosporium species (100%) 
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Room 9 172 

Sampling Number & 
Location 

BL03 1208-30 

Fungus, Air, ID 1 

Room 91 73 

Room 9192 

Sample Type 

Bacteria, Air, ID 1 . . 
No growth 

Result 

10 cfu/m3 

Organisms Isolated 

Coaaulase-negative Staohvlococcus soecies 

I NIA 
10 cfu/m3 

No growth 
10 cfulm3 

Bacillus species (100%) 

NIA 
Streptomyces species (100%) 

BL03 1208-33 
Room 9193 

BL03 1208-34 
Room 91 95 

BL03 1208-35 
Room 9 199 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

BL03 1208-36 
Room 9202 

BL03 1208-37 
Room 9209 

Bacteria, Air, ID 1 

Fungus, Air, ID 1 

Bacteria, Air, ID I 

Room 9203 

I Fungus, Air, ID 1 1 No growth I NIA 
BL03 1208-40 ( Bacteria, Air, ID I I No growth I NIA 

No growth 
No growth 

20 cfu/m3 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID I 

I Fungus, Air, ID 1 
BL03 1208-39 I Bacteria, Air, ID 1 
Room 9204 I 

NIA 
N/A 

Penicillium species (50%) 

10 cfu/m3 

20 cfu/m3 

30 cfu/m3 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

Sterilia myceiia (50%) ' 

Coagulase-negative Staphylococcus species 
(I 00%) 

Aspergillus niger (50%) 
Aspergillus species (50%) 
Sterilia mycelia (67%) 
Micrococcus species (33%) 

No growth 
No growth 

No growth 
30 cfu/m3 

No growth 
No growth 

Room 9201A 

BL03 1208-4 1 
Room 9 198 

BL03 1208-42 
Room 9188 

BL03 1208-43 
Room 9 186 

NIA 
NIA 

N/A 
Coagulase-negative Staphylococcus species (67%) 
Bacillus species (33%) 

No growth 
No growth 

N/A 
N/A 

BL03 1208-44 
Room 9 183 

N/A 
NIA 

Fungus, Air, ID I 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

BL03 1208-45 
Room 9180A 

BL03 1208-46 
Room 91 14 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

No growth 
No growth 

No growth 
No growth 

No growth 
30 cfu/m3 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

Fungus, Air, ID 1 

N/A 
N/A 

NIA 
N/A 

N/A 
Coagulase-negative Staphylococcus species (34%) 
Bacillus species (33%) 
Non-fermentative gram-negative rods (33%) 

No growth 
No growth 

N/A 
N/A 

10 cfu/m3 
10 cfu/m3 

No growth 
No growth 

No growth 

Aspergilius niger (100%) 
Bacillus species (100%) 

N/A 
N/A 

N/A 
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Room 91 12 

Sampling Number & 
Location 

. . 
Coagulase-negative Staphylococcus species (33%) 
Micrococcus species (17%) 

BL03 1208-47 I Bacteria. Air. ID 1 1 60 cfu/m3 I Bacillus species (50%) 

Sample Type 

I Fungus, Air, ID 1 1 10 cfu/m3 I Aspergillus species (100%) 
BL03 1208-49 I Bacteria, Air, ID 1 I No growth I N/A 

BL03 1208-48 
Outdoors 

1 Blank I I I I 

Result 

] Fungus, Air, ID 1 I No growth 1 N/A 
Comparison Criteria 

Organisms Isolated 

Fungus, Air, ID 1 
Bacteria, Air, ID 1 

(&HA Technical Manual Contamination Indicators) 
1,000 cfu/m3 in air 1 

Microbial samples were collected to determine the airborne concentrations of viable bacteria and 
fungi. Airborne bacterial and fungal concentrations were low in most locations. However, 
several offices in the vicinity of Office 9190 were reported with moderately elevated indoor 
fungal concentrations as compared to the conditions from the rest of the suite. 

No growth 
10 cfu/m3 

Some of the organisms identified, Aspergillus species, Penicillium species, and Cladosporium 
species fungi have been associated with adverse health effects. The data may suggest the 
selective amplification of these organisms in the areas surrounding Office 9190. This area was 
subject to the water incursion in September 2003 in which building material reportedly remained 
wet for several days. In areas where an increase in airborne fungal concentrations was found, 
these organisms could be responsible for the adverse health effects reported in by some 
occupants. 

NIA 
Non-fermentative gram-negative rods (1 00%) 

The laboratory data reports are included as Attachment 2. 

OCCUPANT INTER HEW RESUL TS 

Interviews were conducted with a representative number of occupants. Some occupants had a 
wide range of concerns and complaints while the majority reported no discomfort related to IAQ. 

A majority of occupant complaints were related to personal comfort. Temperature issues and the 
perception of "stale" or stuffy air were noted. Other IAQ concerns such as asbestos and radon 
exposure were noted. 

Upon returning to his office after the remediation effort following the September 2003 water 
incursion, one occupant had a reaction that affected his eyes. The occupant moved into a 
different office and stated that his condition subsided after the office change. His original office 
remains vacant at the time of the survey. 

Other occupants complained of dry coughs, dry and itchy eyes and noses, and headaches during 
periods when the air is perceived to be stuffy. 
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No spatial pattern can be established using the occupant interviews. Complaints and discomfort 
and lack of discomfort were reported in random areas throughout the suite. 

The occupant interview forms are included in Attachment 3. 

VENTILA TION INSPECTION 

Suite 900 is supplied with conditioned air by two Air-Handling Units (AHUs) located in the 
penthouse mechanical room. AHU-1 serves the north side of the floor and AHU-2 serves the 
south side. 

AHU-1 and AHU-2 are high capacity units serving all floors of the Skyline V building. The 
units are equipped with electric heating elements and chill water-cooling coils. The engineer 
assisting with the inspection indicated that the preventative maintenance schedule is performed 
quarterly. The filters in both units were blanket-type, spun-fiber media and were moderately 
loaded with particulate. The coils were moderately loaded with particulate and a moderate 
amount of debris was noted in the plenums. Condensate drip pans were inaccessible since the 
units were activated. The outdoor air dampers were 40% open and return air dampers were in 
the minimum position. 

The penthouse mechanical room was clean and in good condition. Stored tools and equipment 
were present in the mechanical room. However, no chemicals or other materials that would be 
expected the adversely affect IAQ were observed in the penthouse mechanical room. 

Supply air is introduced to Suite 900 by ceiling diffusers connected to supply ductwork. 
Perimeter offices are equipped with variable air volume (VAV) units, and core areas are supplied 
via Constant Volume distribution. Return air from the office area enters the ceiling plenum 
passively through perforated ceiling screens and is ducted back to the penthouse. In Office 9144, 
an occupant-controlled powered return air fan was observed above the return air grille. In some 
offices occupants had modified the supply air diffusers and return air grilles in response to 
personal comfort issues. Several offices had fans and heaters for personal comfort. 

Room 9121 is used as a copier room and contains a supplemental cooling system in response to 
equipment demands. The single stage filters in the supplemental unit were moderately loaded 
with particulate and a large amount of dust was observed on the horizontal surfaces of the unit. 

FINDINGS AND RECOMMENDATIONS 

It was reported that building materials damaged by the September 2003 water incursion were 
allowed to remain wet for several days. The Institute of Inspection Cleaning and Restoration, 
Standard and Reference Guide for Professional Water Damage Restoration, IICRC S500, states 
that steps should be taken to promote drying as soon as possible after a water incursion or source 
is repaired. The standard also states that building materials that are allowed to remain wet for 
over 48 hours should be removed. Water damaged material that was not properly remediated 
could potentially support microbial reservoirs. Sample results may indicate selective 
amplification of some fungal organism in the areas of the latest water incursion. 
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Building materials, including gypsum drywall and carpeting, damaged in the September 
2003 storm should be removed. 

Post remediation investigations should be considered to determine if any additional 
potential microbial reservoirs are observed prior to reconstruction. 

DOD, WHS should implement steps to ensure that off-site building management is 
properly responding to water damage at leased properties. A written protocol that 
outlines the responsibilities for responding to water damage incidents should be produced 
to ensure the proper repair or replacement of damaged building materials preventing 
microbial issues in the future. 

Water damaged ceiling tiles were observed in several offices, which could potentially support 
microbial reservoirs. The sample results did not indicate indoor microbial amplification at the 
time of the survey due to damaged ceiling tiles. 

Sources of water responsible for the damage to all ceiling tiles should be identified and 
eliminated. 

Water damaged ceiling tiles should be replaced. 

Some temperatures slightly exceeded the ASHRAE recommended comfort ranges during the 
afternoon hours and relative humidity measurements were below the ASHRAE and OSHA 
recommendations on the final day of the survey. 

Temperatures in occupied areas should be maintained within ASHRAE and OSHA 
guidelines and relative humidity should be maintained above 20% during the winter 
period. 

Many odors related to the occupants attempting to improve IAQ within the suite and kitchenette 
areas were noted. Occupants were observed to use many different air freshening products to 
attempt to counter perceived odors ranging from cooking odors, rotten food, garbage odors, 
personal hygiene, and other sources of stagnant or malodorous conditions. 

Steps should be initiated by the office occupants to improve office and kitchen hygiene. 
The introduction of odor producing chemicals by occupants should be restricted since the 
action is likely masking potential IAQ problems or exacerbating existing potential 
concerns. Sensitive occupants may adversely react to continuous VOC exposure created 
by the overuse of air freshening agents. 

During the investigation at least one occupant was noted with a medical condition perceived to 
be related to IAQ. 

Affected individuals should be provided with a copy of this report and encouraged to 
interact with their physician or other qualified medical personnel. 
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FLOOR PLAN 
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Certificate of Laborafory Analysis 
Applied Environmental, Inc. Date Received: 1 1 I1 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 201 91 Page 1 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 -0L.12b 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-01 Lab Sample Number: 03 7231-01 
Sampling Location: Room 9093 
Date Collected: 1 1 I1 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 2 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-02 Lab Sample Number: 03 7231-02 
Sampling Location: Room 9095 
Date Collected: 1 1 11 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 4 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Cladosporium species 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 3 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-03 Lab Sample Number: 03 7231-03 
Sampling Location: Room 9097 
Date Collected: 1 1 11 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Bacillus species 

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Paecilomyces species 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 4 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-04 Lab Sample Number: 03 7231-04 
Sampling Location: Room 9098 
Date Collected: 1 1 I1 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No sr 0 w t h 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Rhinocladiella species 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 I2412003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11 800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 5 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-05 Lab Sample Number: 03 7231-05 
Sampling Location: Room 9099 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No gr 0 t 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 I2412003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 6 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-06 Lab Sample Number: 03 7231-06 
Sampling Location: Room 9100 
Date Collected: 1 1 /I 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N o  sr  0 w  t h 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 7 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-07 Lab Sample Number: 03 7231-07 
Sampling Location: Room 9104 
Date Collected: 1 1 / I  712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Paecilomyces species 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 8 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-08 Lab Sample Number: 03 7231-08 
Sampling Location: Room 9105 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1  0  c f u m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: No growth 

Detection Limits: 10 c f u / m )  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 
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Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 / I  812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 9 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-09 Lab Sample Number: 03 7231-09 
Sampling Location: Room 9102 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Sterilia mycelia 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 10 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-10 Lab Sample Number: 03 7231-10 
Sampling Location: Room 9106 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 9 0  c f u / m 3  

FUNGUS Isolated: Penicilliurn species 33% 

Cladosporiurn species 

Aspergillus sydowii 

Paecilornyces species 

Rhinocladiella species 

Detection Limits: 10 c f u / m ~  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 11 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-11 Lab Sample Number: 03 7231-1 1 
Sampling Location: Room 9107 
Date Collected: 1 1 11 712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Penicilliurn species 

Sterilia rnycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, 6 3 ,  MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 12 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-12 Lab Sample Number: 03 7231-12 
Sampling Location: Room 9108A 
Date Collected: 1 1 I1  712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1030 AIR, Total FUNGAL Count wlldentifications 
1005 AIR, Total BACTERIAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 5 0  cfu/mj 

FUNGUS Isolated: Cladosporium species 

Penicillium species 

Paecilomyces species 

Detection Limits: 10 cfu/m3 

Date Analyzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 
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Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 I1 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 13 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-13 Lab Sample Number: 03 7231-1 3 
Sampling Location: Room 91 17 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  cfu/m3 

FUNGUS Isolated: Penicilliurn species 

Yeast 

Sterilia rnycelia 

Detection Limits: 10 cfu/m3 

Date Analyzed: 1 1/24/2003 

Analyst: Debra Gulick, BS.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 14 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-14 Lab Sample Number: 03 7231-14 
Sampling Location: Room 91 16 
Date Collected: 1 111 7/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: lo f u m 3  

BACTERIA Isolated: Micrococcus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Sterilia mycelia 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 
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Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 15 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-15 Lab Sample Number: 03 7231-15 
Sampling Location: Room 91 18 
Date Collected: 1 1 I1 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u m3 

BACTERIA Isolated: Bacillus species 

Date Analwed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Penicillium species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 16 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-16 Lab Sample Number: 03 7231-16 
Sampling Location: Room 91 17A 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Bacillus species 

Date Analyzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Aspergillus furnigatus 

Penicillium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 17 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit - 

Client Sample Number: BL031117-17 Lab Sample Number: 03 7231-17 
Sampling Location: Room 91 10 
Date Collected: 1 1 11 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Micrococcus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 cfu/m3 

Date Analvzed: 11/24/2003 

Analyst: Debra Gulick. B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 * Reston. Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 18 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-18 Lab Sample Number: 03 7231-18 
Sampling Location: Room 91 11 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 6 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1 1/21/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 19 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-19 Lab Sample Number: 03 7231-19 
Sampling Location: Room 91 15 
Date Collected: 1 1 /I 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 sr 0 w t h 

Date Analvzed: 1 112012003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 I2412003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 112412003 
Reston, VA 20191 Page 20 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-20 Lab Sample Number: 03 7231-20 
Sampling Location: Room 9180 
Date Collected: 1 1 I1  712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 21 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-21 Lab Sample Number: 03 7231-21 
Sampling Location: Room 91 13 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Penicilliurn species 

Cladosporium species 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 I1 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 22 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-22 Lab Sample Number: 03 7231-22 
Sampling Location: Room 91 79 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No gr 0  w t h  

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cettificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 23 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-23 Lab Sample Number: 03 7231-23 
Sampling Location: Room 9181 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Rhinocladiella species 

Sterilia rnycelia 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 12412003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 24 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-24 Lab Sample Number: 03 7231-24 
Sampling Location: Room 91 87A 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Sterilia rnycelia 

Detection Limits: 10 c f u / r n 3  

Date Analyzed: 11/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 25 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-25 Lab Sample Number: 03 7231-25 
Sampling Location: Room 91 82 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 11/20/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Aphanocladiurn species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 26 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-26 Lab Sample Number: 03 7231-26 
Sampling Location: Room 91 78 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r o w t h  

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, lnc. Date Received: 1111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 27 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-27 Lab Sample Number: 03 7231-27 
Sampling Location: Room 91 77 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analvst: Debra Gulick. B.S., MT (ASCP) 

11 800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Cedificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 28 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-28 Lab Sample Number: 03 7231-28 
Sampling Location: Room 91 878 
Date Collected: 1 111 712003 VolurnelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 112012003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 5 3 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 I2412003 

Analyst: Debra Gulick. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 29 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-29 Lab Sample Number: 03 7231-29 
Sampling Location: Room 91 76 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count w/ldentifications 

Unable to characterize and quantitate bacteria due to heavy 
fungal growth. 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: > 1 3 , 0 0 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 30 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-30 Lab Sample Number: 03 7231-30 
Sampling Location: Room 91 97 
Date Collected: 1 1 11 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Count may be underestimated due to fungal growth. 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analyzed: 11/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 7 1 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1112412003 
Reston, VA 20191 Page 31 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-31 Lab Sample Number: 03 7231-31 
Sampling Location: Room 9196 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Count may be underestimated due to fungal growth. 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 4 3 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Penicillium species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Celfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 32 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: 81-031 117-32 Lab Sample Number: 03 7231-32 
Sampling Location: Room 91 90 
Date Collected: I 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Count may be underestimated due to fungal growth. 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 1 1 0 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 * Reston, Virginia 201 91 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 33 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-33 Lab Sample Number: 03 7231-33 
Sampling Location: Room 91 94 
Date Collected: 1 1 I1 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Count may be underestimated due to fungal growth. 

Total BACTERIAL Count: 2 0 c f u m J  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 4 0 0  c f u / m s  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 10 c f u / m j  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfifcate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1/18/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 34 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-34 Lab Sample Number: 03 7231-34 
Sampling Location: Room 91 89 
Date Collected: 1 1 / I  712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Count may be underestimated due to fungal growth. 

Total BACTERIAL Count: 4 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Corynebacterium species 

Date Analvzed: 1 1/20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 7 1 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Penicillium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 35 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-35 Lab Sample Number: 03 7231-35 
Sampling Location: Room 9191 
Date Collected: 1 1 I1 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Corynebacterium species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 9 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Cladosporiurn species 

Penicilliurn species 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 11/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 201 91 Page 36 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-36 Lab Sample Number: 03 7231-36 
Sampling Location: Room 91 74 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 9 0 c f u 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Corynebacterium species 

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 4 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Penicilliurn species 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive * Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 37 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-37 Lab Sample Number: 03 7231-37 
Sampling Location: Room 9208 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Bacillus species 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Aspergillus niger 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 38 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-38 Lab Sample Number: 03 7231-38 
Sampling Location: Room 9207 
Date Collected: 1 1 I1 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11 800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 39 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-39 Lab Sample Number: 03 7231-39 
Sampling Location: Room 9206 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: l o  c f  u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Cladosporium species 

Detection Limits: 10 c f u / m f  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 40 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-40 Lab Sample Number: 03 7231-40 
Sampling Location: Room 9201 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 I2012003 

Analyst: Kay Frick, 0 3 ,  MT (ASCP) 

Total FUNGAL Count: 1 0 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Sterilia mycelia 

Penicillium species 

Aspergillus fumigatus 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 1 I2412003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 20191 (703) 648-9150 



ASSOCIATES, - 3 ,4wtmmm-M 

Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 201 91 Page 41 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-41 Lab Sample Number: 03 7231-41 
Sampling Location: Room 9205 
Date Collected: 1 111 712003 VolurnelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: NO g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 112412003 
Reston, VA 20191 Page 42 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-42 Lab Sample Number: 03 7231-42 
Sampling Location: Room 9171 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analyzed: 1 1 I2012003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  cfu/m3 

FUNGUS Isolated: Penicillium species 

Cladosporium species 

Detection Limits: 10 cfu/m3 

Date Analvzed: 1 1 12412003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 43 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-43 Lab Sample Number: 03 7231-43 
Sampling Location: Room 91 70 
Date Collected: 1111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Penicilliurn species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 7 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 44 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-44 Lab Sample Number: 03 7231-44 
Sampling Location: Room 91 75 
Date Collected: 1 1 11 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r o w t h  

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 6 0  c f u / m 3  

FUNGUS Isolated: Aspergillus furnigatus 

Penicilliurn species 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 45 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-45 Lab Sample Number: 03 7231-45 
Sampling Location: Room 9167 
Date Collected: 1 111 712003 VolurnelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 grow t h 

Date Analyzed: 11/20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  cfu/m3 

FUNGUS Isolated: Sterilia mycelia 

Cladosporium species 

Detection Limits: 10 cfu/m3 

Date Analyzed: 11/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 46 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-46 Lab Sample Number: 03 7231-46 
Sampling Location: Room 91 65 
Date Collected: I l l 1  712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 47 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-47 Lab Sample Number: 03 7231-47 
Sampling Location: Room 9161 
Date Collected: 1 1 11 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 2  0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacteriurn species 

Micrococcus species 

Date Analvzed: 11/20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 20  c f u / m 3  

FUNGUS Isolated: Aspergillus furnigatus 

Cladosporiurn species 

Detection Limits: 1 0  c f u / m ~  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 48 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-48 Lab Sample Number: 03 7231-48 
Sampling Location: Room 9163 
Date Collected: I 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r  o w  t h 

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  cfu/m3 

FUNGUS Isolated: Cladosporium species 

Sterilia mycelia 

Detection Limits: 10 cfu/m3 

Date Analvzed: 1 1/24/2003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 / I  812003 
11800 Sunrise Valley Dr., Suite I200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 49 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-49 Lab Sample Number: 03 7231-49 
Sampling Location: Room 91 58 
Date Collected: 1 111 712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 cf  u / m 3  

BACTERIA Isolated: Bacillus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Geotrichum species 

Detection Limits: 10 c f u / r n j  

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 I12412003 
Reston, VA 20191 Page 50 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-50 Lab Sample Number: 03 7231-50 
Sampling Location: Room 9156 
Date Collected: 1 1 I1 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Penicillium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cedificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 201 91 Page 51 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-51 Lab Sample Number: 03 7231-51 
Sampling Location: Kitchenette In Hall, Near Room 9157 
Date Collected: 1 1 / I  712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c  f u m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Yeast 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 52 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-52 Lab Sample Number: 03 7231-52 
Sampling Location: Room 91 57 
Date Collected: 1 1 11 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c  f u  m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacteriurn species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m ~  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 53 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-53 Lab Sample Number: 03 7231-53 
Sampling Location: Room 91 52 
Date Collected: 1 1 / I  712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  cfu/m3 

FUNGUS Isolated: Cladosporium species 

Penicillium species 

Detection Limits: 10 cfu/m3 

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 54 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-54 Lab Sample Number: 03 7231-54 
Sampling Location: Rom 9148 
Date Collected: 1 111 712003 VolumelArea: 100 I, 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 0 m 3  

BACTERIA Isolated: Bacillus species 

Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 4 0  c f u / m 3  

FUNGUS Isolated: Aspergillus fumigatus 

Penicillium species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 55 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-55 Lab Sample Number: 03 7231-55 
Sampling Location: Room 9146 
Date Collected: 1 1 I1 712003 VolumelArea: loo L 

1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 11/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 6 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Penicilliurn species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 
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Cettificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 / I  812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 56 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-56 Lab Sample Number: 03 7231-56 
Sampling Location: Room 9142 
Date Collected: 1 1 / I  712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 8 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Staphylococcus aureus 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 5 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 60% 

Penicillium species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 57 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-57 Lab Sample Number: 03 7231-57 
Sampling Location: Room 9142 
Date Collected: 1 1/17/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 4 0  c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 11/24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 58 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-58 Lab Sample Number: 03 7231-58 
Sampling Location: Room 91 36C 
Date Collected: 1 1 11 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 c f u / m 3  

BACTERIA Isolated: Micrococcus species 

Bacillus species 

Corynebacterium species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1/18/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 59 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-59 Lab Sample Number: 03 7231-59 
Sampling Location: Room 91 37 
Date Collected: 1 111 712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1 I2012003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Sterilia rnycelia 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 I2412003 

Analyst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 60 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-60 Lab Sample Number: 03 7231-60 
Sampling Location: Room 91 36 
Date Collected: 11/17/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1  1  0  c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 C F U / ~ J  

FUNGUS Isolated: Penicillium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 201 91 Page 61 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-61 Lab Sample Number: 03 7231-61 
Sampling Location: Room 91 35 
Date Collected: 1 1 11 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analvst: Debra Gulick. B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 62 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031 I 17-66 damaged in transit 
Client Sample Number: BL031117-62 Lab Sample Number: 03 7231-62 
Sampling Location: Room 91 36A 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

T m  1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 4 0  c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Aspergillus fumigatus 

Geotrichum species 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Celtificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 63 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-63 Lab Sample Number: 03 7231-63 
Sampling Location: Room 91 34 
Date Collected: 1 111 712003 VolumeIArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Micrococcus species 

Coag-negative Staphylococcus species 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 * (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 64 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-64 Lab Sample Number: 03 7231-64 
Sampling Location: Room 9128 
Date Collected: 1 111 712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacterium species 

Date Analyzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 8 0  cfu/m3 

FUNGUS Isolated: Cladosporium species 

Sterilia rnycelia 

Penicilliurn species 

Detection Limits: 10 cfu/m3 

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

1 1  800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 
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Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 / I  812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 65 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-65 Lab Sample Number: 03 7231-65 
Sampling Location: Room 9129 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1  0  c f  u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 11/20/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: No growth 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 66 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged  in transit 
Client Sample Number: BL031117-66 Lab Sample Number: 03 7231-66 
Sampling Location: Room 921 
Date Collected: 1 1 I1  712003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 8 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacteriurn species 

Date Analvzed: 1 1 /20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Sample damaged in transit; able to analyze. 

Total FUNGAL Count: 5 0  c f u / m 3  

FUNGUS Isolated: Penicillium species 

Cladosporiurn species 

Geotrichum species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 1 11 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 67 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit - 
Client Sample Number: BL031117-67 Lab Sample Number: 03 7231-67 
Sampling Location: Room 9127 
Date Collected: 1 1 I1 712003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Penicillium species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 68 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-68 Lab Sample Number: 03 7231-68 
Sampling Location: Room 91 24 
Date Collected: 1111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r o w t h  

Date Analyzed: 1 1/20/2003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Sterilia rnycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analyst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 . (703) 648-9150 



Cettificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 1/24/2003 
Reston, VA 20191 Page 69 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Client Sample Number: BL031117-69 Lab Sample Number: 03 7231-69 
Sampling Location: Elevator Area-Core 
Date Collected: 1 111 712003 VolumelArea: l o o  L 

TEST REQUESTED: 1030 AIR. Total FUNGAL Count wlldentifications 
1005 AIR, Total BACTERIAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1 1/20/2003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 3 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Sterilia rnycelia 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 1 /24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 11/18/2003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 11/24/2003 
Reston, VA 20191 Page 70 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 
Client Sample Number: BL031117-70 Lab Sample Number: 03 7231-70 
Sampling Location: Outdoors 
Date Collected: 1 111 712003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 c f u / m 3  

BACTERIA Isolated: Corynebacterium species 

Bacillus species 

Date Analvzed: 1 1 /20/2003 

Analvst: Kay Frick. B.S.. MT (ASCP) 

Total FUNGAL Count: 1 5 0  c f u / m 3  

FUNGUS Isolated: Cladosporiurn species 

Penicilliurn species 

Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 1/24/2003 

Analvst: Debra Gulick, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 111 812003 
11 800 Sunrise Valley Dr., Suite 1200 Date Reported: 1 112412003 
Reston, VA 20191 Page 71 of 71 
Attn: Job ID: 03 7231 
Project: 91 0-02-0520 
Condition of Sample: MEA BL031117-66 damaged in transit 

Results relate only to the items tested. 

Z E p  5 %L&p 

I I 

Suzanne S. Blevins, B.S., SM (ASCP) 
Laboratory Director 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 1 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-01 Lab Sample Number: 03 7672-01 
Sampling Location: Room 9096 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0  w t h  

Date Analvzed: 12/11/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive . Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 2 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-02 Lab Sample Number: 03 7672-02 
Sampling Location: Room 9094 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Micrococcus species 

Coag-negative Staphylococcus species 

Date Analvzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 3 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-03 Lab Sample Number: 03 7672-03 
Sampling Location: Room 9101 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N o  g r o w t h  

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

Client Sample Number: BL031208-04 Lab Sample Number: 03 7672-04 
Sampling Location: Room 9103 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1211 1 12003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 1 2/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 4 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-05 Lab Sample Number: 03 7672-05 
Sampling Location: Room 9108B 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N O  g r o w t h  

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 5 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-06 Lab Sample Number: 03 7672-06 
Sampling Location: Room 9109 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacteriurn species 

Date Analvzed: 1211 1 I2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Penicillium species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



\A ASSOCIATES, INCORI'ORNED 
MICmIOt(WY SPECULlSTS 

Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 6 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-07 Lab Sample Number: 03 7672-07 
Sampling Location: Room 91 19 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 c f u m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Bacillus species 

Date Analvzed: 1 211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: NO g r o w t h  

Detection Limits: 10 cfu/m3 

Date Analvzed: 1.211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 7 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-08 Lab Sample Number: 03 7672-08 
Sampling Location: Room 9120 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 4 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1 211 112003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Sterilia rnycelia 

Yeast 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 8 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-09 Lab Sample Number: 03 7672-09 
Sampling Location: Rom 9126 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m3 

BACTERIA Isolated: Micrococcus species 

Corynebacterium species 

Date Anakzed: 1 211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 9 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-10 Lab Sample Number: 03 7672-10 
Sampling Location: Room 9131 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w  t h 

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S.. MT (ASCP) 

Client Sample Number: BL031208-11 Lab Sample Number: 03 7672-1 1 
Sampling Location: Room 9132 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analyzed: 1 211 1 12003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

- - 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 10 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-12 Lab Sample Number: 03 7672-12 
Sampling Location: Room 9133 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Date Analyzed: 1 211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  growth 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 12/11 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page I I of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-13 Lab Sample Number: 03 7672-13 
Sampling Location: Room 91 36B 
Date Collected: 1 21812003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 g r 0 w t h 

Date Analyzed: 1 2/11/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: N o  growth 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 12 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-14 Lab Sample Number: 03 7672-14 
Sampling Location: Room 9138 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count w/ldentifications 

Total BACTERIAL Count: 6 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1211 112003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: NO g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 13 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-15 Lab Sample Number: 03 7672-1 5 
Sampling Location: Room 9139 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Corynebacterium species 

Date Analyzed: 1 2/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  grow t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 14 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-16 Lab Sample Number: 03 7672-1 6 
Sampling Location: Room 9140 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 8 0 c f u / m3 

BACTERIA Isolated: Bacillus species 

Micrococcus species 

Coag-negative Staphylococcus species 

Date Analyzed: 1211 112003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  cfu/m3 

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 15 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-17 Lab Sample Number: 03 7672-17 
Sampling Location: Room 9143 
Date Collected: 12/8/2003 VolumeIArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 5 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Non-fermentative gram neg. rod 

Date Analvzed: 1 211 1 I2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, lnc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 16 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-18 Lab Sample Number: 03 7672-18 
Sampling Location: Room 9145 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N  0 gr 0 w  t h 

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick. B.S.. MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 10 c f u / m ~  

Date Analvzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Cettificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 17 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-19 Lab Sample Number: 03 7672-19 
Sampling Location: Room 9144 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1  0  c f u / m 3  

BACTERIA Isolated: Bacillus species 

Date Analvzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 18 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-20 Lab Sample Number: 03 7672-20 
Sampling Location: Room 9147 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Aspergillus species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1 2/1 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 19 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-21 Lab Sample Number: 03 7672-21 
Sampling Location: Room 9149 
Date Collected: 12/8/2003 VolumelArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 sr 0 w t h 

Date Analvzed: 1 2/1 If2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Aspergillus sydowii 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 12/15/2003 

Analvst: Ann Atkinson, B.S.. MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 . (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 20 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-22 Lab Sample Number: 03 7672-22 
Sampling Location: Room 9150 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Micrococcus species 

Date Analyzed: 1 211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 * Reston, Virginia 20191 (703) 648-9150 



Certificafe of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 21 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-23 Lab Sample Number: 03 7672-23 
Sampling Location: Room 91 51 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 1211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 10 c f u / m 3  

FUNGUS Isolated: Sterilia mycelia 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 22 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-24 Lab Sample Number: 03 7672-24 
Sampling Location: Room 91 54 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N  0 gr 0 w  t h  

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  growth 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 * Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 23 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-25 Lab Sample Number: 03 7672-25 
Sampling Location: Room 9164 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m  3 

BACTERIA Isolated: Bacillus species 

Corynebacterium species 

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 24 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-26 Lab Sample Number: 03 7672-26 
Sampling Location: Room 9162 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Date Analvzed: 1 211 1 12003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Aspergillus ustus 

Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 25 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-27 Lab Sample Number: 03 7672-27 
Sampling Location: Room 91 73 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Bacillus species 

Date Analyzed: 1211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  growth 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 26 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-28 Lab Sample Number: 03 7672-28 
Sampling Location: Room 91 68 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 2 0 c f u m 3  

BACTERIA Isolated: Bacillus species 

Non-fermentative gram neg. rod 

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Yeast 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11 800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 27 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-29 Lab Sample Number: 03 7672-29 
Sampling Location: Room 91 69 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: l  m 3  

BACTERIA Isolated: Bacillus species 

Date Analvzed: 1211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Cladosporium species 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 28 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-30 Lab Sample Number: 03 7672-30 
Sampling Location: Room 91 72 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 12/11/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N O  grow t h  

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1 2/15/2003 

Analyst: Ann Atkinson. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 29 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-31 Lab Sample Number: 03 7672-31 
Sampling Location: Room 91 73 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m 3  

BACTERIA Isolated: Bacillus species 

Date Analyzed: 12/11/2003 

Analyst: Kay Frick. B.S.. MT (ASCP) 

Total FUNGAL Count: N O  growth 

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 30 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-32 Lab Sample Number: 03 7672-32 
Sampling Location: Room 9192 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u / m3 

BACTERIA Isolated: Streptomyces species 

Date Analyzed: 1 211 112003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: No g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cedificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 31 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-33 Lab Sample Number: 03 7672-33 
Sampling Location: Room 9193 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r o w t h  

Date Analvzed: 1211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  cfu/m3 

FUNGUS Isolated: Penicillium species 

Sterilia mycelia 

Detection Limits: 10 cfu/m3 

Date Analyzed: 12/15/2003 

Analvst: Ann Atkinson, BS. ,  MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 32 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-34 Lab Sample Number: 03 7672-34 
Sampling Location: Room 91 95 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c u m3 

BACTERIA Isolated: Coag-negative Staphylococcus species 

Date Analvzed: 12/11/2003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: 2 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Aspergillus species 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 33 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-35 Lab Sample Number: 03 7672-35 
Sampling Location: Room 91 99 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Streptomyces species 

Micrococcus species 

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N o  growth 

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive * Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 34 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-36 Lab Sample Number: 03 7672-36 
Sampling Location: Room 9202 
Date Collected: 12/8/2003 VolumeIArea: l o o  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: No g r o w t h  

Date Analvzed: 1211 112003 

Analvst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: No g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11 800 Sunrise Valley Drive Suite 300 Reston, Virginia 201 91 (703) 648-91 50 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 35 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-37 Lab Sample Number: 03 7672-37 
Sampling Location: Room 9209 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u / m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Date Analyzed: 1 211 1 I2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
I1800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 36 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-38 Lab Sample Number: 03 7672-38 
Sampling Location: Room 9203 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: NO gr 0 w  t h  

Date Analvzed: 1 2/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

Client Sample Number: BL031208-39 Lab Sample Number: 03 7672-39 
Sampling Location: Room 9204 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 gr 0 w t h 

Date Analvzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 37 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-40 Lab Sample Number: 03 7672-40 
Sampling Location: Room 9201A 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR. Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N  0 g r 0 w  t h 

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 12/15/2003 

Analyst: Ann Atkinson, B.S.. MT (ASCP) 

Client Sample Number: BL031208-41 Lab Sample Number: 03 7672-41 
Sampling Location: Room 9198 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N  0 g r o w  t h 

Date Analyzed: 1211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson. B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston. Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 38 of 44 
Attn: Job ID: 03 7672 
Project: 91 0-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-42 Lab Sample Number: 03 7672-42 
Sampling Location: Room 9198 
Date Collected: 12/8/2003 VolumeIArea: 100 L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N o  gr 0 w  t  h  

Date Analvzed: 1 2/11/2003 

Analvst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 12/15/2003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 39 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-43 Lab Sample Number: 03 7672-43 
Sampling Location: Room 9186 
Date Collected: 12/8/2003 VolumelArea: loo L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 3 0 c f u m 3  

BACTERIA Isolated: Coag-negative Staphylococcus species 

Bacillus species 

Non-fermentative gram neg. rod 

Date Analyzed: 1 211 112003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: No growth 

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-91 50 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 40 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-44 Lab Sample Number: 03 7672-44 
Sampling Location: Room 91 83 
Date Collected: 1 21812003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N 0 Lfr 0 w t h 

Date Analvzed: 1211 112003 

Analvst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: 1 0  c f u / m 3  

FUNGUS Isolated: Aspergillus niger 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 41 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-45 Lab Sample Number: 03 7672-45 
Sampling Location: Room 9180A 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 1 0 c f u m 3  

BACTERIA Isolated: Bacillus species 

Date Analyzed: 12/11/2003 

Analyst: Kay Frick, B.S., MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: 1 0  c f u / m 3  

Date Analyzed: 1211 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

Client Sample Number: BL031208-46 Lab Sample Number: 03 7672-46 
Sampling Location: Room 91 14 
Date Collected: 12/8/2003 VolumelArea: l o o  L 

TEST REQUESTED: 1005 AIR. Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N  0 gr  0 w  t h 

Date Analyzed: 1 211 112003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: N o  g r o w t h  

Detection Limits: 10 c f u / m 3  

Date Analyzed: 1 2/1 512003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 42 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-47 Lab Sample Number: 03 7672-47 
Sampling Location: Room 91 12 
Date Collected: 12/8/2003 VolumelArea: 1 0 0  L 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: 6 0 c f u / m3 

BACTERIA Isolated: Bacillus species 

Coag-negative Staphylococcus species 

Micrococcus species 

Date Analvzed: 1211 112003 

Analyst: Kay Frick. B.S., MT (ASCP) 

Total FUNGAL Count: NO growth 

Detection Limits: 10 c f u / m 3  

Date Analvzed: 1211 512003 

Analvst: Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Cerfificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 43 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 
Client Sample Number: BL031208-48 Lab Sample Number: 03 7672-48 
Sampling Location: 
Date Collected: 

TEST REQUESTED: 

Total BACTERIAL Count: 

BACTERIA Isolated: 

Date Analvzed: 

Analvst: 

Total FUNGAL Count: 

FUNGUS Isolated: 

Detection Limits: 

Date Analvzed: 

Analvst: 

Outdoors 
12/8/2003 VolumelArea: 1 0 0  L 

1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 
1 0  c f u / m 3  

Non-fermentative gram neg. rod 

12/11/2003 

Kay Frick, B.S., MT (ASCP) 

Aspergillus species 
1 0  c f u / m 3  

Ann Atkinson, B.S., MT (ASCP) 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



Certificate of Laboratory Analysis 
Applied Environmental, Inc. Date Received: 12/9/2003 
11800 Sunrise Valley Dr., Suite 1200 Date Reported: 1211 512003 
Reston, VA 20191 Page 44 of 44 
Attn: Job ID: 03 7672 
Project: 910-02-0520-0426 Sky 5 9th Floor 
Condition of Sample: Acceptable 

Client Sample Number: BL031208-49 Lab Sample Number: 03 7672-49 
Sampling Location: Blank 
Date Collected: 1 2/8/2003 VolumelArea: 

TEST REQUESTED: 1005 AIR, Total BACTERIAL Count wlldentifications 
1030 AIR, Total FUNGAL Count wlldentifications 

Total BACTERIAL Count: N o  g r o w t h  

Date Analvzed: 12/11/2003 

Analyst: Kay Frick, B.S.. MT (ASCP) 

Total FUNGAL Count: N O  g r o w t h  

Detection Limits: N / A  

Date Analvzed: 12/15/2003 

Analyst: Ann Atkinson, B.S., MT (ASCP) 

Results relate only to the items tested. 

%Yd? 
I I 

Suzanne S. Blevins, B.S., SM (ASCP) 
Laboratory Director 

11800 Sunrise Valley Drive Suite 300 Reston, Virginia 20191 (703) 648-9150 



ATTACHMENT 3 

OCCUPANT INTERVIEW FORMS 



7 

) Occupant Interview Page I of 2 

Building Name: 54,It- 5 File Number: - O 4 L d  

Address: Su6L  qrn 
Occupant Name: Work Location: ? I? 0 

Completed by: B lae Title: %df I C(: Date: 1 1  ) 1'3103 

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 

What kind of symptoms or discomfort are you experiencing7 
DPY +po& - coC"jh 

eyes 144-d?  
J 

Are you aware of other people with similar symptoms or concerns? Yes No - 

If so, what are their names and locations7 f a  k4 61 nn-S 

Do you have any health conditions that may make you particularly susceptible to environmental problems7 ' contact lenses O chronic cardiovascular disease O undergoing chemotherapy or radiation therapy 

0 allergies O chronic respiratory disease O immune system suppressed by disease or 
other causes 

O chronic neurological problems B) S - k t  9 

TIMING PAlTERNS 

When did your symptoms start? 

I t b o d  L?,or"l 

When are they generally worst? 

F \~5 f  - b \ v y  ( @  -0' 9 

Do they go away? If so, when7 
6& I&/w a4 a n k ~ s  q r 9 ~ ~ i \ * \ g  3/.  

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Quality Forms 185 



Occupant Interview Page 2 of 2 

SPATIAL PATTERNS 

Where are ou when you ex erience symptoms or discomfort? n b  c,&=3 fiVaL3kd WL*. ~-IC"IT 

Where do you spend most of your time in the building7 

Bulk 04 3 . 1 ~  cz+ \ "  0 6 -  

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms le.g., temperature, humidity, drafts, stagnant air, odors)? 

b.3 - n y , - p  &+I-- d , h l K  ~ F ' P * ~ ~  

Have you sought medical attention for your symptoms? 

G[c s com- f ; rS t  

Do you have any other comments? 

1490l- zooo g ~ c ~ k -  q - y o s ~  

$kc... %& d 4.a "9+ vkAcJ& 

A '  L 5  bav ply - & y M 5  Lu, hL5 

,\kc - firex*, 
H&% &cs \n &KO-- J.O & %ak 

186 Indoor Air Quality Forms 



I) Page 7 of 2 

BUlldingNm 5 File Number. 4'a 
Addrws: 

~ccupant Name: - worklocation: ql5-Z) 

Completed by: 6 c b  T i  shff /q  m: l 1  1 /q 183 
Sedicms 4 dk#rrrses dm and intwprethg brformatkn kom ocapants. 

P 
What khrd d s y m p L m s o r d b m m f a t a r e y o u ~  

l U ,  eye5 \a\( 
~-.Iw cervnp\sra.h- 

Are you mware of other people wWh simliar syr@um a ancams? Yes No 

If so, what are thek names and kcations7 

DO pu heva any health cadtiom that may make yaf partiallarfy suscsptble to emrimnmenlal mblems? 
# 1 

>L- O chronic respiratory dbeese 0 immune syslem t q p m s d  by disease or 
othercauses 

Do they go away? If so. when? 

yes + b-+- 



>' oear+rrtmrrswriew Pege 2 of 2 

Do you have any other ammenb? 

Au s*, 3 Lu+ b r  corn. 1 

Indoor Air @a& Paau 1Bb 



,- 

) Occupant Interview Page I of 2 

Building Name: 5 h 1 \ &  File Number: '- 0 4 u  
Address: &'k 9 ~ 0  
Occupant Name: Work Location: 7 
Completed by: 8, bL Title: 5 d  ' ' Date: ' 114 1 3 

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 
What kind of symptoms or discomfort are you experiencing? 

- 
Are you aware of other people with similar symptoms or concerns? Yes No 
- - - - - -- - - -- 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

? O contact lenses O chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy 

O allergies O chronic respiratory disease 0 immune system suppressed by disease or 
other causes 

O chronic neurological problems 

TIMING PAlTERNS 

When did your symptoms start? 

When are they generally worst? 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Qwlitj Form. 185 



Occupant Interview Page z O ~ Z  '- 

.- - 
SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort? 

Where do you spend most of your time in the building? 

ADDITIONAL INFORMATION 
DO you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)? 

Have you sought medical attention for your symptoms? 

Do you have any other comments? 

186 Indoor Air Quality Forms 



,? 

) Occupant Interview Page 1 of 2 

Building Name: 5hI.w 5 File Number: -- 0 

Address: q.BU 

Occupant Name: work Location: 3z03 
Completed by: b, Title: SM 1u Date: I L  Iiqlb3 

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 
What kind of symptoms or discomfort are you experiencing? 

h)o cayolcc,&fS (9% e 0 - h )  

Are you aware of other people with similar symptoms or concerns? Yes No 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

' O contact lenses chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy 

0 allergies 0 chronic respiratory disease O immune system suppressed by disease or 
other causes 

0 chronic neurological problems 

TIMING PAlTERNS 

When did your symptoms start? 

When are they generally worst? 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Quality Forms 186 



,- 

Occupant Interview Page 2 of 2 
-- - 

SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort7 

Where do you spend most of your time in the building7 

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)7 

Have you sought medical attention for your symptoms7 

Do you have any other comments7 

> & o r  ~ t r t n  euLn;)r~, p c h i  Cn 

186 Indoor Air Quality F o r m  



-1 

) Occupant Interview Page 7 of 2 

Building Name: $kI~*c 5 File Number: - D 4 v  

Address: gihr&- 9- 
Occupant Name: Work Location: 9 1 7 8  
Completed by: 6 b Title: @ 1 Date: r/]"/' 
Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PATTERNS 
What kind of symptoms or discomfort are you experiencing? 

T- o c l s c m M  

Are you aware of other people with similar symptoms or concerns? Yes No - 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

, O contact lenses chronic cardiovascular disease O undergoing chemotherapy or radiation therapy 

O allergies 0 chronic respiratory disease 0 immune system suppressed by disease or 
other causes 

chronic neurological problems 

TIMING PATTERNS 

When did your symptoms start? 

When are they generally worst? 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) thattend to occur around the same time as your symptoms? 

Indoor Air Quality Forms 186 



Occupant Interview Page 2 of 2 
. . ? 

SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort? 

Where do you spend most of your time in the building? 

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)? 

Have you sought medical attention for your symptoms? 

Do you have any other comments? 

wdh , n S'LYn- - co c f i  LJ.- 

186 Indoor Air Quality Forms 



,? 

) Occupant Interview Page I of 2 

Building Name: 5 l ~ c l  ( ' File Number: - s c v  
Address: ~~~ OZ C3U 

Occupant Name: Work Location: ?-LC) CD 

Completed by: Title: CM Date: 

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAllERNS 
discomfort are you experiencing? 

rnri ~ t b t b A  4-0 1 W 
z\.tech,+.c ~ ~ l 4 - 3  

x Are you aware of other people with similar symptoms or concerns? Yes No - 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

I 0 contact lenses 0 chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy 

allergies 0 chronic respiratory disease 0 immune system suppressed by disease or 
other causes 

0 chronic neurological problems @ $ry m6 a w m  

TlMlNQ PAlTERNS 

When did your symptoms start? 

~ I K  mms 

When are they generally worst? 

.)p.-C"& 

Do they go away? If so, when? 

Do& w s w u  ~heuhL-Lu- R - 4 L . G  Lev+ 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Quality Forms 186 



Occupant Interview Page 2 of 2 1 
SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort7 

&+kd)~, L d  

Where do you spend most of your time in the building? 

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)? 

Have you sought medical attention for your symptoms? 

Do you have any other comments? 

186 Indoor Air Quality Forms 



Occupant Interview Page I of 2 

Building Name: 6 h  1 *& 5 File Number: - 
Address: S L L C ~  900 

Occupant Name: Work Location: 

Completed by: b'b- Title: %$ If? Date: I I I 1 9 1 ~ b  
Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 
What kind of symptoms or discomfort are ou experiencing? 

JS 7- ~ t ~ y t 3 \ " ' 4  

Are you aware of other people with similar symptoms or concerns? Yes No - 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

1 0 contact lenses 0 chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy 

0 allergies 0 chronic respiratory disease 0 immune system suppressed by disease or 
other causes 

0 chronic neurological problems 

TlMlNQ PAllERNS 

When did your symptoms start? 

When are they generally worst? 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Quality Forms 186 



Occupant Interview Page 2 of 2 
- ? 

SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort? 

Where do you spend most of your time in the building? 

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)? 

Have you sought medical attention for your symptoms? 

Do you have any other comments? 

7+rt wfvcmked * 
b-d # '4 \ 9 ,&&I 3-0 
?4 F-n--. 

186 Indoor Air Quality Forms 



- 
) Occupant Interview Page I o f  2 

Building Name: 5 $ 1 t- ( File Number: '-64 % 
Address: 9 6 ~ k  7~ 
Occupant Name: 2 e?CC%~6we Work Location: q ) 41 
Completed by: LL Title: s'kd /@ Date: 1 [ I ( 7 / ~ - 5  

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 
What kind of symptoms or discomfort are you experiencing? 

T e  c w h l h h  

Are you aware of other people with similar symptoms or concerns? Yes No 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to  environmental problems? ' O contact lenses 0 chronic cardiovascular disease O undergoing chemotherapy or radiation therapy 

p l l e r g i e s  0 chronic respiratory disease O immune system suppressed by disease or 
other causes 

0 chronic neurological problems 

TIMING PAlTERNS 

When did your symptoms start? 

When are they generally worst? 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air  Qualify Forms 186 



Occupant Interview Page 7 0 f2  

Building Name: CL? 11 5 File Number: - O 4 u  

Address: hi&. %a 
Occupant Name: Work Location: 7 1 4 - L  
Completed by: k h  Title: Sk" pf (#  ate: [ I  rs/L3 

Section 4 discusses collecting and interpreting information from occupants. 

SYMPTOM PAlTERNS 
What kind of symptoms or discomfort are you experiencing? 

& & O C ~ &  

Are you aware of other people with similar symptoms or concerns? Yes No 

If so, what are their names and locations? 

Do you have any health conditions that may make you particularly susceptible to environmental problems? 

, O contact lenses 0 chronic cardiovascular disease 0 undergoing chemotherapy or radiation therapy 

0 allergies O chronic respiratory disease 0 immune system suppressed by disease or 
other causes 

O chronic neurological problems 

TIMING PAlTERNS 

When did your symptoms start? 

When are they generally worst7 

Do they go away? If so, when? 

Have you noticed any other events (such as weather events, temperature or humidity changes, or activities in the 
building) that tend to occur around the same time as your symptoms? 

Indoor Air Quality Form 186 



Occupant Interview Page 2 of 2 

SPATIAL PATTERNS 
Where are you when you experience symptoms or discomfort? 

Where do you spend most of your time in the building? 

ADDITIONAL INFORMATION 
Do you have any observations about building conditions that might need attention or might help explain your 
symptoms (e.g., temperature, humidity, drafts, stagnant air, odors)? 

Have you sought medical attention for your symptoms? 

Do you have any other comments? 

186 Indoor Air Quality Forms 



\ 
I 

Page I of 2 

Building Name' ShI ( 1  he 6 
Addrass: - 
Occupani Name: 

q e d  by: ,, ~ k f f '  IH 
Sedim 4 disarrses cdlacling and interpreting inlormalkn innn ocapanlr. 

OYlllAaVRRmAlD 
W h a t k i n d d s y m p t a m a a s c M l r o r t a r e y o u ~  

pa & . S L A A  

If so. what am their names and kcatkns? 

Do you have any healh condthns that may make you pdadarty suscepUble to envimnmantal problems? 

TIMYS- 

When did your symptans start? 

When are they geneally ruocSn 

DO fha/ go away? If so. when? 

Have you noticed any o#w evenhi (such as weether events, tenperatue a humidity c h w s ,  or adiuith in the buildhg) that 
t e n d l o o r m r a m u n d t h e s a m e t k n e ~ s ~ ~ ?  



Do you have any other ccmmnk7 

Indoor Air eudUy Fonnr 1- 



1 ~rrcll.Ic-e!w Page 1 of2  

Address S u c k  O/w 
Occupant Name: - -- q b a p  ij 
cawmd.&(1, Tia, 6 4  I N  -: ? \ \ \ ? b 3  
sedians 4 d m  cdlecling and interprethg hformaEkn from occrpants. 

P 

If so. what are their names and locations? 

Do yar have any h d l h  condtkns Bat may make pu pdidady Suscwtble to ernrlrunmmhl problems? 

When arethey ganerallyworst? 



S#IPIALlWlERlYC 
Where are you when you wpwhm symptoms or discomfan 

Do you have any other oomments? 

I n d m  Air QuorUV Porau *8b 



- 1 ~ 8 ~ ~  Page I of 2 

SUIM~IKJN~.  B $ ( ~ w  5 F k  Number. 4% 
~ddreas hbk 4m 

Occupard Name: Waklocation: q/H 
omtda q - b  rm,tdMlq oate: l i l ~ ~ l l ~  

sedions 4 disarsses dlec(ine and Merprethg infwmatkn fmm caqmnb. - 
What kind of symplom or discomfat are you ex~eriardngl 

f% 

Do you have any hedfh condtkns that may make you parlicllarly ruscsptlMe to envlmnmenlal pmblems? 

Do thay go away? If so. when? 

d a h ' ~ 0 , W l  d hm- 
~ v ~ y o u - w - - ( ~ u d , a s - e v e n t s , t e m p e r e t u e o r h u m l d l t y ~ , o r e c l i v i t l e s k t ~ h e ~ ) ~  
tend lo occur sound the same time m you symptnm8? 

I=('%?,& k9/67\5L- ~ h d  v-p* 



Where do yar spend most d yar 6ne In the buildkg7 

r h j .  w 'A'e.  

AIDmaYIIL- 

D o ~ - a ~ ~ ~ ~ ~ f h a t ~ n e e d ~ a ~ h e l p ~ n y a r ~ ( a g . ,  w, InmWlY. stagrant alr. odors)? 

flL, l d  T w W oc- In o f i d .  

Oo you have any other mmments? 



-1-eU~ Page I of2 - 
W ~ N -  Gkqlll+-Q 5- File Number. 

Addrass: S & I k  %-Q 

Ormpant Name: - Whlocation: 9074 
Completed by: $ 1  Lt 4;tccCf I -:- 

Sedkns 4 diswsses cdl- and interpreting inlbnnalbn fmm om@mk. 

Do you have any health condUons (hat may make you pdakv ly  suswptble to snvlnmmsnlal pmblems? 
; ) 

O ~ c t l e n s e s  O c h r o n i c d i d $ s a s e  0 vndergdng chemafheraW a radiation therapy 

Do they go away7 If so, when? 
ye51 6 IW L i t \ & -  c+ 

Ham you notlced any other events (such as m,weather events. tenperalum or h u m  chsnges. or adhritles in the buildhl) (hat 
tendtoocanarnndthesametimeasyour~? 



' )  v ~ ~ r a s * e w  Pege 2 of 2 

Do you have any other c4nwnds7 



~I~~ h g e  I of2 

mmg, 6bl~u 5 ,N, 4Ze 
Addrass: $",-A ?@ 

0ewpant Name: - w h m  qlgz 
cmw!3tedby: 6 ' h  ,w 1I-f D*: ~ l ~ 9 1 0 3  
sedions 4 diwxsstrr diecling and MerpraUng tnformatbn fmm -. 

P 
What kind ofsymptoms ordismnfort arayoueqmh&g7 

d o  s c v r o w  dL';~-CvrCt 

AreyouawareofolherpaopbwUhsMlersynpQnrsaancems? Yes No 

I so. what are their names and locafbmll 

Do you have any health cadtion6 that may make you patlcUlarly susceptible to envlmnmsnlal pmbfems? 

1 O ~ l e n s a s  O c h r o n i c c a r d i i ~  O undergoing -01 redhtim therapy 

O allergies O chronic mspitatoty disease O h r m n e ~ ~ b y d i s e a s a o r  
othercauses 

When an, they generally wmst? 

Do they go away? If so. when? 



-- 
Where am yw when you Bxperience symptoms or cikotnfoK) 

Where do you spend most you 6ne in the building? 



> 
Paselof2 

Bulfding ~ a m e  S ~ ? ~ L W  f( 
Addrass: Scrk 9w 

Oca~pant Name: - W ? / / I  
compteter~by: 6- CLC ,6kH Iff - : 1 1 \ 1 q / ~ 3  

7 
What kind of sympians w ckmmfut are yw experienchg? 

&[wy /I& V Y ~ ,  4//&rG dubf m l k -  

Cole ~ t i l  c ~ ~ Q ( ~ ~  .h; / (@ 

~ y o u a w a r e d o t h e r ~ w l ( h ~ ~ a ~ 7  Yes No 

Do yw have any heal(h cmdtbns that may make you pdcuhiy susceptble to dmomental pmbknns? 

: ) OcmbAlanses Odradccardiovasalardisease 0 tmdergdng d m W h m p y  w r a d b  therapy 

-- 
When dld your symptoms start? 

Do they go away? If so. when? 



-- 
Where are you when you ewefhce symptom or diswmfMn 

Do~ouheveanyothertmnmenb? 

0 $mu& mc& i"h lk d @,"ii 
h g r v ~ h c c ,  mod, f7J s ~ n h  dc &- 
h v-f ' ( told dt9 w~5+'fa r [ .  ,Q~Q/(ZLS W 
ha h./.t l ~ l y  d i l l  k & 4 d 
b; 



Page 1 of 2 

Building Name: 5 19 I lCL FileNumber. 4a 
a Suk 9@ - 
Occupard Name: Worklocation: qlS-6 
mwby: 8 iL% T i k  Q@?)t4 Date: 1' I"\ 133 
sedlons4drsarSescdlecl ingandinterp~~fromocapzncs.  

P 
W h a t k i m l d s y q A o m s w d s c o m f a t a r e y o u ~  

~ r e y o u a w a r s ~ ~ ~ ~ ~ o r ~ ?  Yes J m a  

If so, vvhat are their names and bcatbns? 

'ih 4 ~ 1 s  l>uu~\Q / h 9 1 5 4  

Do you have any hedth condtkns that may make you padbhly sustxplble to envlrannentel problems? 

5 1 Cl a&id lenses 0 buonic -&ease 0 undegolng or rad- thaw 

0 all- Q chmnic respiratory dbase O i n m u r a ~ ~ b y ~ w  
othercauses 

Q--P- 

Do fhey go away? If so. when? 

Have you roliced any other events (such as weether events. tenperelm or hmkNy changes. or adMlles in the building) that 
tend to occw around the same tbne as your symplffn87 



AClDmam- 
You have anV obsmWm about buicSna umJWom that n~k#d need attsntlar a might help explain yar (ag.. 

t e m p e r a t u r a , ~ . ~ s t a g n a n t a h . o d o r s ) ?  

Do you have any other commds7 



-\ 

-mle&e~  Pa* 1 of2 

Suitding Name: .s h 1 4 vU- File Number. dCZ 
51.c~k.W 

Occupant Name: - 
Sedlons 4 d i i  cdledbg and interpdhg infonnaiion fiam ocapants. 

v 
Whatklnd ofsymptoms wascornfat are you 

C so. what are their names and locations? 

Do you have any healfh condtbns that may make pu partlalarfy WScapUble to environnmntal problems? 

0 allergies Q c h r d c ~ t ~ p b b y ~  O h n r m n e s y s t s m ~ b y ~ o r  
olhercauses 

0-newdogiglp- 

Do they go away7 If so. when? 

Have you noticed any dher events (such as weather events. tempera- w c h a w ,  or adivitk in the buildbrg) that 
tendtooaxrraroundthesametbneesynw~7 



Where do you spend most of yar Ihe in the bulbng? 

#IOmQYRL- 

o o ~ o u h a v e a n ~ o ~ ~ ~ ~ ~ ~ n e e d ~ ~ w h a l ~ ~ y a r ~ ( a g . ,  
temperstunt, huniclily, draRg s l q m ' d  air. adors)? 

Do you have any olher canmenk? 



- I~~Rw~(?w Page 1 of 2 

BulMing N a q  C%lln 5 
~ddress. 9 C ~ ~  9b-O 
Occupant Name: --c. ,,- 90'75 

Titk  (4.f 

sedlavs 4 discusses cdledhg and interprelhg inbmdcm fran ocapents. 

I so. what am their names and bcatbns? &-,,, 9044 

Do You have any hedh amdilb~s that W make you padkuMy swceplble to envimnmenW pmbkms? 
I 

0 chrmic respiratory disease O h r m n e ~ ~ b y ~ ~ ~ ~  
othercauses 

0-naurdagicalpmblema 

Do fhey go away? If sa. when? 

b 

~yo~noticedanyoh(revents(suchesweetherevents,~tuewhumlditychenges.oradMtiesinUlebulldhg)thet 
tend to occur mund the same tkne as your -7 

1 

Indoor Air QvcrlYy Fornrr 'I- 



8#mAL- 
Where am you Men you axperienca symptMRs or dkamfod? 

/tJ fl&u 

Do YN have any other cxnnments? 

hX, dd *G  0 &h'L 



Page I of2 

FileNumber. 4* 

Occupant Name: - Waklocation: 9124 
Conpletedby: fl'h. rn C-5b.R \ u  w: 1~\ ,19 \05  

sedions 4 d k c u ~ ~ ~  colleding and interprelhg bdormation from -wants. 

7 
What kind of qmpms w are You 

Do you have any health condiUons that may make you pddarly suscsptble to envlmmental problems? 

, I  Oamtedlanseg Odvoniccardirnvasala~ 0 undergdng -or radiation therapy 

0 - m ~ -  0 immune qdan srppressad by disease or 
oUlsrcauses 

0 chronic neurokglcal pmblems -- 
When did your sympbm start? 

when are they  general)^ m n  

Do they go away? If so. when? 

Have you noticed any oOuw events (such as wwther events, temperatue or humidity changes. or actMb R Ihe buildrig) (hat 
tendbJoaxn.amundthesametimeasynr~7 



-m- Page 2 of 2 

-- 
Do Y O ~  have any o~~ about krWlIg cimdwm that m$ht need ~~a nWt help yar symp(ans (ag.. 
tamperatuse,humibty.baffqstagrantah;-P 

Do you have any other canmenk? 



\ 

' -8- Pagelof2 

B,ldi~gNar~~ S h l l N -  File Number: 4% 
Address: 5-4ucCc ?& 
Occupant Name: - w&location: q 1 3 ~  
-dby:&,k l ,  n s & w I + (  a * : 1 1 ( [ 9 . & ~  

Sections 4 disuses cdlec(ing and interpreting In(wma(kn from ompants. 

7 
W h a t k i n d o f s y m p t a m o r d i s c o m f o r t a r e y o u ~  

4h.FFq /&,Je 4 l r  

do dlxm-kb 
AreywawareofdtherpeoplewilhsMkrsymptanswmnanns? Yes No j( 

If so, what am their names and locations? 

Do you have any healfh condtbns (hat may make you pddady  susceptible to envllunmdai problems? 

, )  OcarladEenses O d w o n i c c a r d i o v a a a l a ~  Olcndergohg ~ ~ r a d i a t k m t h a m p y  

Ochmdcrespkatwydisesse 0 immme system slpprsssed by disease or 

%-- athercauses 
adaaJcnaurdog[calproblsms 

TIMYD- 
When dkl your symptoms start? 

When are they generelly wwst? 

Do they go away? If so. when? 

Have you noticed any c4hw evenls (such as weether events. temmahre or hwnidity changes, a adbiik in the building) that 
tendtoocarrarolndthesamethremyou~? 

Indoor Air Q a d i @  Form lm 



r#aer- 

WhereareywwhenywaxperiencesymptMsor*oK) 

Where do you spend most dyar line In the building? 

Do you have any other amments? 

B c n ~ 4  ko p , b ~  \ (A&. 




